TOWN OF GLASTONBURY
GL-2025-29
NAUBUC SCHOOL HVAC REPLACEMENT
ADDENDUM NO. 2
March 3, 2025

Bid Due Date: 03-11-25 @ 11:00 A.M.
The attention of bidders submitting proposals for the above-referenced project is called to the following
Addendum to the specifications. The items set forth herein, whether of omission, addition, substitution

or other change, are all to be included in and form a part of the proposed Contract Documents for the
work. Bidders shall acknowledge this Addendum on the Bid Proposal Page (Attachment 1).

Question 1:  Being that the Controls Contractor(ABS) and Equipment Manufacturer(Trane) are
proprietary, Can That be deducted from the CHRO Requirements?

Answer: Yes, this is permitted

Question 2: Do we need to include a list of recent projects with the bid?

Answer: Yes, use AIA A 305 in bid documents

Question 3: Do we need to include an organizational/staff availability chart?

Answer: Yes

Question 4:  Is a project schedule required with the bid?

Answer: Not mandatory

Question 5:  Are permit fees waived?

Answer: Yes, except for State Training fee of $0.26 per thousand

Question 6: What items are to be included with the bid?

Answer: Refer to Attachment 4, list of Submission Documents in the bid documents.

Question 7: Please include wiring for the new hot water circulating pump.

Answer: Please refer to attached sketch SKE-1

Note: This addendum consists of 2 page including the above text.
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AIR CONDITIONING INSTALLATION

DATE: 2/13/2025

BEMIS | ASSOCIATES, L.L.C. 24-360

DRAWN: KPS

AT FIVE GILIASTONBURY SCHOOLS
GLASTONBURY, CONNECTICUT

‘ Consulting Engineers

185 Main Street

NAUBUC ELEMENTARY SCHOOL ELECTRICAL WORK

Farmington, Ct 06032
860) 667-3233

Fox: (860) 321-7070
‘www.bemisassociates.com
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